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Solar Interconnection Specifications

TRI-COUNTY RURAL ELECTRIC COOPERATIVE, INC.

2448 Charleston Rd
Mansfield, PA   16933

(570) 662-2175

**Solar configuration will vary
depending on equipment
manufacturer and location of solar
panels.
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2. Lockable Disconnect
Switch-accessible within 3
feet of the meter base or
can be up to 12 ft with
appropriate placard.

120/240 Volts AC Out of Inverter

Revised 2/10/25

1. AC side of the inverter to be connected to the load side of the 
disconnect switch.

2. The disconnect switch must be a visibly open and lockable switch.
3. Line side of net meter to be connected to grid.
4. Service panel is typically located inside the house.
5. The contractor must not cut the meter seal on the electric meter for 

any reason - only Tri-County REC personnel may pull meters.  Otherwise 
a $500 tampering charge will be charged to the member per Policy 3-02.




